Abstract: This paper proposes a DC-bus signaling (DBS) method for autonomous power management in a DC microgrid, used to improve its reliability. Centralized power management systems require communication between the power sources and loads. However, the DBS method operates based on the common DC-bus voltage and does not require communication. Based on the DC-bus voltage band, the DC-bus voltage can be used to inform the status of the DC-bus in various scenarios. The DC microgrid operates independently to maintain the system stably in the DC-bus voltage band. The DC microgrid can be divided into a grid-connected mode and an islanding mode. This paper proposes a control strategy based on power management of various independent components in islanding mode. In addition, the autonomous control method for switching the converter's operation between grid-connected mode and islanding mode is proposed. A DC microgrid test bed consisting of a grid-connected AC/DC converter, a bidirectional DC/DC converter, a renewable energy simulator, DC home appliances and a DC-bus protector is used to test the proposed control strategy. The proposed autonomous control strategy is experimentally verified using the DC microgrid test bed.
Introduction
Recently, renewable energy sources such as photovoltaic (PV) cell and wind energy are being used to replace fossil fuels due to resource depletion and environmental issues such as pollution and climate change [1] [2] [3] . In addition, DC electronic loads such as LED lighting, electric vehicles and data centers have been widely used in industrial fields and commercial areas. In order to interface various renewable energy sources with a high demand for DC electronic loads, a DC microgrid has been developed in the past several years [4] [5] [6] [7] . The DC microgrid can more easily integrate renewable energy sources than conventional AC distribution systems [8, 9] . It can also interface energy storage systems (ESS) with the grid system and improve power transfer efficiency by reducing power conversion stages, as shown in Figure 1 [10, 11] .
A DC microgrid demands appropriate control methods, divided into centralized and distributed control, in order to supply sustainable electrical power to loads. The centralized control method controls each component in the DC microgrid, which requires communication and a central controller [12, 13] . It uses a communication network to send operational commands that control power flows in the entire DC grid system. Since the central controller obtains operational information on all the system components, it directly determines and controls the power flow in the DC microgrid. The operation of a DC microgrid can be classified into grid-connected mode and islanding mode. In grid-connected mode, an AC/DC converter commonly controls the power flow between the AC grid and the DC microgrid. In islanding mode, the AC/DC converter cannot control the power flow, because the DC microgrid is not connected to the AC grid. Instead, the bidirectional power converter charging and discharging the ESS should autonomously take over control of the DC-bus voltage by detecting the AC grid fault. Several control methods using the DBS method have been previously applied to control DC microgrid, such as gain scheduling and droop control [15] . An improved DBS method is proposed in [16] , the switching frequency modulation of a grid-connected DC/DC converter was utilized as the operating information for the power line communication. However, this method requires additional component such as spectrum analyzer. The DBS method has also been applied to PV and ESS controls [17, 18] . In grid-connected mode, the DBS method is applied to the voltage droop control between the solid-state transformer (SST) and the ESS [19] . However, previous research only focused on the grid-connected mode, without considering the islanding mode operation. The DC microgrid requires emergency operations when the system becomes islanded; however, the control method and operating strategy of islanding mode have not been thoroughly studied yet. In the case of islanding mode, each DC microgrid component should be able to identify fault situations to operate independently. In addition, according to the AC grid status, the operational mode of the DC microgrid should autonomously change from grid-connected mode to islanding mode and vice versa. This autonomous operation has also not been fully studied using the DBS method. The DC-bus voltage of the DC microgrid is regulated by the bidirectional AC/DC converter in grid-connected mode. On the contrary, when AC grid faults occur, the ESS controls the DC-bus voltage using electric power stored in its battery during islanding mode. If the AC grid restores normal function in islanding mode, control of the DC-bus voltage will be conflicted by two voltage sources, since the AC/DC converter connected to the AC grid starts to regulate the DC-bus voltage in grid-connected mode. In the conventional DBS method using the DC-bus voltage level, the ESS converter will not be able to recognize this situation. It is a fatal weakness for implementing autonomous DC microgrid systems using only the conventional DBS method.
In this paper, in order to overcome this weakness in the conventional DBS method, an enhanced DBS method for islanding mode is proposed to achieve power management with the bidirectional converters to improve the stability of the DC microgrid. In addition, the recovery control strategy for switching the operation of the converter between grid-connected mode and islanding mode using power line communication is proposed. This paper proposes a prototype test bed of a 380 V DC microgrid for home and small building power distribution systems. It is implemented with a bidirectional AC/DC converter, a renewable energy simulator, a bidirectional DC/DC converter for the ESS, DC loads including DC home appliances, and a DC protector. Because it applies to DC microgrids for home and small building power distribution systems, only one ESS is considered. The proposed power management algorithm in islanding mode and recovery control strategy using power line communication are implemented to verify the functionality and performance of the DBS method in the 380 V DC microgrid test bed system.
Configuration of DC Microgrid
The prototype test bed of the 380 V DC microgrid consists of a bidirectional AC/DC converter, a renewable energy simulator, a bidirectional DC/DC converter for the ESS, DC loads, and DC home appliances. This paper focuses on the autonomous power management algorithm of three isolated power converters and a DC-bus protector.
DC Microgrid Structure
The bidirectional AC/DC converter is composed of a non-isolated bidirectional AC/DC converter and an isolated bidirectional DC/DC converter for regulating DC-bus voltage. Galvanic isolation capability is required for the safety of end users who live in those places, because DC microgrids can be used as power distribution systems for houses and small buildings. The prototype 5 kW AC/DC converter is designed according to a single-phase boost converter topology using a unipolar sinusoidal pulse width modulation (SPWM) method [20] . In addition, among various bidirectional DC/DC converters, a dual active bridge (DAB) converter is used as the isolated 5kW DC/DC converter for galvanic isolation with high-efficiency bidirectional power conversion, because it has an inherent soft-switching operation [21] . The output voltage is regulated to 380 V by a phase shift modulation (PSM) method in a seamless control manner for bidirectional power flows [22] .
A battery-based ESS requires a bidirectional DC/DC converter to interface with the DC microgrid. The applied 3 kW bidirectional DC/DC converter prototype was also developed using the DAB converter topology with a battery voltage range of 150 V to 200 V. The output voltage is regulated in a seamless control manner for battery charging and discharging operations. Therefore, it is useful to the application of power delivery for the battery and can allow for flexible power interfacing between the DC microgrid and the ESS [23] [24] [25] [26] . In addition, the DAB converter can operate under high efficiency and has galvanic isolation.
The renewable energy simulator is used to emulate the power generation of renewable energy sources such as photovoltaic (PV), fuel cell (FC), wind turbine, etc. It acts as a distributed power generator connected to the DC microgrid. Since the ESS converter exists to stably maintain the DC microgrid, the renewable energy simulator is only considered as the model that produces the maximum power without involving DC-bus voltage control. In addition, the DC-bus voltage is regulated by the AC/DC converter, and the simulator should operate as a current source type converter connected to the DC-bus. Since the output power of the renewable energy source depends on various environmental conditions, it is difficult to make an exact design of the renewable energy simulator. Therefore, the renewable energy simulator is simply designed to operate with three current steps of 1 A, 4 A, and 7.5 A to test dynamic responses of the DC microgrid. The output current changes over 15 s and holds the DC voltage level over 20 s. The proposed renewable energy simulator consists of a bridgeless power factor correction (PFC) boost rectifier and LLC resonant converter. The bridgeless PFC boost rectifier has a regulated voltage of 380V and is used as the input voltage of the LLC resonant converter. The LLC resonant converter topology is used for the renewable energy simulator with the bridgeless PFC rectifier because it has high power conversion efficiency, high power density and its zero voltage switching (ZVS) capability over the entire load range [27] [28] [29] .
The DC-bus protector consists of an insulated gate bipolar transistor (IGBT) and a 3kW resistor to suppress DC bus voltage in case of an abnormal increase in DC bus voltage. When the DC-bus voltage increases due to a problem on the DC microgrid, it is composed of 3 kW, which is equal to the rated power of the renewable energy source, in order to consume the power generated by the renewable energy source.
Operating Mode
The operating mode of the DC microgrid is classified as grid-connected mode or islanding mode. In grid-connected mode, the isolated bidirectional AC/DC converter regulates the DC-bus voltage used for power interaction between the DC microgrid and the AC grid, as shown in Figure 2a . The renewable energy simulator constantly generates current that emulates distributed power generation. It charges the battery through the bidirectional DC/DC converter and supplies electric energy to the DC loads. Figure 2b shows islanding mode, in which the power flow of the DC microgrid can no longer be controlled through the AC/DC converter. Instead, the DC-bus voltage should be regulated by the bidirectional converter of the ESS. Regardless of the DC microgrid's operation mode, the renewable energy simulator consistently supplies electric power to the DC microgrid. In order to increase the reliability of the DC microgrid under various operating conditions, a communication method between the AC/DC converter and the ESS converter should be required to properly switch between operating modes. 
Proposed Control Strategy for Autonomous Operation of DC Microgrid
For communication between the converters connected to the DC microgrid, a DC-bus signaling (DBS) method can be used as the power line communication. In general, the DBS method uses DC-bus voltage level as information about the DC microgrid's operating status. In order to reliably recognize the status of the DC microgrid, DC-bus voltage bands are proposed to classify operating conditions of the DC microgrid, and they are composed of the voltage levels by 10 V difference from the DC-bus voltage reference V re f (380 V) as shown in Figure 3 . Various control methods, such as gain scheduling and voltage droop control, have been proposed for grid-connected mode. The specific control method for grid-connected mode is not with in the scope of this paper. Instead, a the power management algorithm in islanding mode is proposed. In addition, this paper also suggests autonomous control strategies between grid-connected mode and islanding mode to maintain reliability, depending on the AC grid conditions.
Control Strategy for Entering lslanding Mode
When the AC/DC converter can no longer control the power flow of the DC microgrid, the DC-bus voltage will not be regulated. In order to operate in islanding mode, a criterion is needed to distinguish between grid-connected mode and islanding mode. This paper proposes a criterion that recognizes islanding mode when the DC-bus voltage decreases below V pbp.L for the first time. However, if the AC grid malfunctions when the DC load is less than the power generation, the DC-bus voltage will not drop to V pbp.L , but conversely will rise to V pbp.H . Then, the DC-bus protector operates to drop the DC-bus voltage to V re f to protect the DC microgrid, so this is not a problem. Conversely, if the DC load is larger than the power generation, the DC-bus voltage decreases below V pbp.L for the first time, and the ESS converter will recognize that the DC microgrid entered islanding mode and regulate the DC-bus voltage by changing its control method from current control to voltage control.
In the DC microgrid structure shown in Figure 2b , the obstacles to the power management of the microgrid in islanding mode are as follows:
•
The battery of ESS is fully charged or discharged.
• The renewable energy source operates malfunction.
The DC load is overload condition.
In order to maintain DC microgrid as stable as possible under the following conditions, a power management algorithm is proposed to protect DC microgrids in islanding mode operation from abnormal AC grid or malfunction of the AC/DC converter. Table 1 shows the classified operation states of the DC microgrid for all power components connected to it in islanding mode, based on the proposed power management algorithm for protecting the DC microgrid, as illustrated in Figure 4 . All the components individually operate in the DC microgrid to achieve effectiveness and safety during islanding operation according to the DC-bus voltage band. 
Mode 1: The ESS converter takes charge of the DC-bus voltage control in the voltage band of V ess.L to V ess.H , as illustrated in Figure 3 . The power flow of the ESS converter in islanding mode follows Equation (1) .
P ESS determines the charging or discharging behavior of the ESS converter. The ESS converter charges the battery while the power consumption of the load is less than the power generated from the renewable energy source. Conversely, if the power consumption of the load is higher than the power generated from the renewable energy source, the ESS converter will discharge the battery to provide electric power to the DC microgrid. These conditions are defined in mode 1, shown in Table 1 , which is the normal operation of islanding mode when the ESS converter regulates the DC-bus voltage between the voltage band of V ess.L to V ess.H .
Mode 2: Since the DC-bus voltage regulation achieved by the ESS converter in islanding mode depends on the charging and discharging operations of the battery, fully charged or fully discharged battery condition should be considered. If the battery is fully charged, the ESS converter will not be able to charge the battery any more. At that time, the battery-charging current will be limited by the ESS converter, and there is no way to prevent the DC-bus voltage increment using only the ESS converter. When the DC-bus voltage is up to the voltage level of V ess.H , which is defined as mode 2, the power generation from the renewable energy source should be stopped to prevent the increment of the DC-bus voltage level. When the power generation from the renewable energy source stops, the DC-bus voltage will decrease back to V re f due to the power consumption of the DC load.
The DC-bus voltage is regulated by the discharging operation of the ESS converter with the fully charged battery.
Mode 3: When the DC-bus voltage level goes up to V ess.H and the renewable energy source continuously generates electric power, which is an abnormal condition, the DC-bus voltage will be higher than V pbp.H , which is defined as mode 3. At that time, the DC-bus protector will turn on to decrease the DC-bus voltage below V re f to protect the DC microgrid as well as itself.
Mode 4: When the battery is under its minimum state of charge (SOC) or if the power consumption of the DC load is greater than the total power generated by the renewable energy source and the ESS, the DC-bus voltage will decrease without any regulation. When the DC-bus voltage decreases to V ess.L , which is defined as mode 4, the ESS converter will operate in standby mode to gradually limit the battery discharging current, and will continuously discharge the battery as much as possible. In addition, in this mode, it will be necessary to wait for the generation of renewable energy sources to increase the stored energy in the ESS or to inform the customer in order to reduce the load.
Mode 5: If the DC-bus voltage is decreased to below V pbp.L due to continuous overload or a power shortage in the battery, the entire DC microgrid system should be stopped to protect itself and other power components connected to it. This is defined as mode 5.
The proposed power management algorithm in Figure 4 can cope with a variety of situations that can occur in islanding mode of the DC microgrid, assuming that there is no fault in each component that is not related to power management.
Control Strategy for Recovering Grid-Connected Mode
In AC grid failure, by sensing serious fluctuations of the DC-bus voltage (V pbp.L ), the ESS converter can start regulating it in islanding mode. Conversely, if the AC grid state recovers, the operation of the DC microgrid should be returned to grid-connected mode. When the AC/DC converter restarts by recovering the AC grid, it should regulate the DC-bus voltage as a voltage source. At that time, the DC-bus voltage control will be hit by two voltage sources, the AC/DC converter and the ESS converter. Since the ESS converter already controls the DC-bus voltage during islanding mode, the conflict of its control is expected just after recovering the grid-connected mode. It is difficult for the ESS converter to recognize the AC grid recovery using the DBS based on the DC-bus voltage level. This is a major challenge in designing an autonomous DC microgrid system.
In order to overcome this challenge in the autonomous DC microgrid system using the DBS method, a recovery control strategy is proposed to change between islanding mode and grid-connected mode. The DC-bus voltage is regulated by the ESS converter during islanding mode. When the AC/DC converter is recovered, in order to avoid a control collision of the DC-bus voltage between the AC/DC converter and the ESS converter as the voltage sources, the AC/DC converter should first be connected to the DC-bus as a current source. After connecting of the AC/DC converter to the DC-bus, it should send the ESS converter information on its recovery and connection to request the authority of the DC-bus voltage control. This is a key point of the proposed recovery control strategy, which is a simple communication method between the AC/DC converter and the ESS converter using the power line of the DC microgrid to recover the grid-connected mode.
The proposed recovery control strategy makes the AC/DC converter generate a specific current pattern as shown in Figure 5 . Just after the AC/DC converter is recovered, it will be connected to the DC-bus as a current source. Therefore, the AC/DC converter can generate the current pattern to the DC-bus. The specific current pattern is configured as a square pulse train that has an amplitude of I re f .acdc , a pulse width of D acdc and a constant cycle time of T s.acdc . That kind of specific current pattern can be changed flexibly according to the conditions of the DC microgrid. In this paper, the square pulse train as the current pattern is implemented to 2.5 A I re f .acdc , 0.5 duty, and a 2.5 s period. When the AC/DC converter supplies current to the DC microgrid, in order to regulate the DC-bus voltage, the ESS converter will charge or discharge the battery. Therefore, when the AC/DC converter supplies the specific patterned current to the DC-bus, the ESS converter has the same shape, as shown in Figure 5 . However, because the special pattern of the ESS converter is affected by the current generated from the renewable energy source or the change of the DC load, as shown in Figure 5 , it is difficult to have stable power line communication by using the current pulse train. This paper proposes a method that uses a moving average to resolve this vulnerability. The moving average does not mean the average of all the data to be obtained, but the average of parts of all the data sequentially. Therefore, the special current pattern of the square pulse train is recognized in the ESS converter, and the moving average value (I ess.MA ) gradually increases and decreases as shown in Figure 5 . The moving average value does not change instantaneously, but gradually, so when the current of the ESS converter changes rapidly, there is a difference between the moving average value and the present current state. Figure 5 describes this difference, used to construct the control algorithm of the proposed recovery control strategy. Figure 6 shows a flowchart of the recovery control algorithm in the ESS converter. In islanding mode, the ESS converter continuously samples N number of data (I bu f f er [N] ) and sequentially moves the collected data to the next data buffer, shown in Equation (2) .
From Equation (2), the new current data of the ESS converter I bu f f er [0] is continually added to the N number of data, and I ess.MA reflecting I bu f f er [0] is sequentially calculated from Equation (3).
When the present state current I bu f f er [0] changes rapidly, since there is a difference between I ess.MA and I bu f f er [0], the ESS converter compares I ess.MA and I bu f f er [0] to determine the polarity of the current (I polarity ) (Equation (4)). I polarity is used to distinguish the information of the grid state in the power line communication.
Because the AC/DC converter continuously supplies the specific patterned current until the ESS converter recognizes it, the ESS converter can identify the continuous polarity change of I polarity . The I polarity is compared with a reference value I comp.hys applied to hysteresis to improve the accuracy of polarity detection, as shown in Figure 6 . If the polarity of I polarity is continuously positive and negative, as many as the user-specified count (Mode CNT), the ESS converter will determine that the AC grid is restored and the AC/DC converter is connected to the DC-bus simultaneously. When the ESS converter recognizes this patterned current, its operation mode is changed from voltage source mode for regulating the DC-bus voltage to current source mode for charging and discharging the battery. Then, the DC-bus voltage decreases to the voltage level of V ess.L because of the power consumption of the DC load. By measuring this fluctuation of the DC-bus voltage, the operation mode of the AC/DC converter is changed from current source mode for generating the specific patterned current to voltage source mode for regulating the DC-bus voltage, which means the grid-connected mode returns. When the ESS converter checks the current of the specific pattern and switches from islanding mode to grid-connected mode, if the DC load is less than the power generation from the renewable energy source, the DC-bus voltage will not drop to V ess.L , but rather increase to V ess.H or more. If the DC-bus voltage continuously increases above V pbp.H , the DC-bus protector will operate to make voltage less than V re f . 
Simulation and Experimental Results

Control Strategy Verification Using Simulation Results
This paper uses the PSIM simulation tool (Version 10.0.6.564, POWERSIM, Rockville, MD, USA). Figure 7 describes the simulation setup of the proposed 380 V DC microgrid test bed. The capacitance affecting the change in DC-bus voltage and simulation parameters of each power converter is set to be the same as in the experimental conditions shown in Appendix A to obtain experimental results closest to the simulation results. The proposed simulation model is designed to simulate islanding mode, which operates without DC-bus voltage regulation by the AC/DC converter. In the simulation results, several modes are verified according to the DC-bus voltage levels presented in the proposed power management algorithm. When the DC-bus voltage falls below V pbp.L for the first time due to AC/DC converter and/or AC grid faults, the ESS converter will regulate the DC-bus voltage by changing its control algorithm from current control to voltage control in islanding mode, as shown in Figure 8 . Figure 8 describes mode 1 and 2. According to the mode 1, the ESS converter controls the DC-bus voltage within the range of V ess.L to V ess.H . The battery is charged by the extra power through the ESS converter while the power consumption of the DC load is less than the power generation from the renewable energy simulator. When the DC load increases, the generated power is lower than the power consumption in the DC load. At that time, the ESS converter changes its operation from charging to discharging mode because of insufficient electric power. When the power consumption of the DC load is less than the power generation of the renewable energy simulator, and if the ESS battery is fully charged, the DC-bus voltage rises to V ess.H , because the ESS converter can no longer regulate the DC-bus voltage, which gradually limits the charging current. In order to prevent the DC-bus voltage from rising abnormally, the renewable energy system is stopped, as shown in Figure 8 , which defines mode 2. Then, according to mode 1, the ESS converter regulates the DC-bus voltage by discharging the ESS battery. Figure 9 shows that the ESS converter changes its charging or discharging mode according to the transition of the DC load. In mode 2, if the renewable energy system operates abnormally, which means it cannot be stopped when the DC-bus voltage rises to V ess.H , the DC-bus voltage rises to V pbp.H due to the power generation of the renewable energy system. In mode 3, the DC-bus protector is activated to protect the DC microgrid, decreasing the DC-bus voltage to V re f , as shown in Figure 9 . When the DC-bus voltage drops below V re f , the DC-bus protector stops its operation. Then, the DC-bus voltage repeatedly increases and decreases in the mode 3. Figure 10 shows modes 1, 4, and 5. In mode 4, if the power consumption in the DC load is larger than the power generation and power dissipation from the renewable energy source and the ESS battery, the DC-bus voltage will drop below V ess.L . In Figure 10 , the ESS converter discharges the battery to the maximum in mode 4. At that time, the DC-bus voltage is continuously decreased to less than V pbp.L due to the power shortage. When the DC-bus voltage drops below V pbp.L , in mode 5, the entire DC microgrid system stops and all the grid components are disconnected from the DC-bus for their protection, which is simulated in Figure 10 . Figure 11 shows the proposed autonomous operation of the DC microgrid according to AC grid conditions. In grid-connected mode, the AC/DC converter regulates the DC-bus voltage. First, the ESS converter charges the battery. If the DC-bus voltage falls below V pbp.L due to AC grid faults, the ESS converter will regulate the DC-bus voltage in islanding mode. When the AC grid is restored, the AC/DC converter continuously supplies current to the DC-bus with specific patterns, as shown in Figure 11 . The current pattern generated from the AC/DC converter has the effect of generating a similarly shaped current pattern in the ESS converter. By using the moving average method proposed in Figure 6 , the ESS converter recognizes the special current pattern independent of load variation and supplied current from the renewable energy source, as shown in Figure 11 . When the ESS converter detects this current pattern, its operation mode changes from regulating DC-bus voltage to charging the battery. Then, the DC-bus voltage decreases under V ess.L , due to the DC load. Since the AC/DC converter can recognize this DC-bus voltage collapse, its operation mode changes from current control with a specific pattern to voltage control for regulating DC-bus voltage in grid-connected mode. 
Experimental Results Using DC Microgrid Test-Bed
The DC microgrid test bed, including the proposed power management algorithm, is implemented as shown in Figure 12 . It is composed of a bidirectional AC/DC converter, a renewable energy simulator, an ESS, a DC distribution panel board, a DC plug, AC home appliances, DC home appliances, and a DC-bus protector. The bidirectional AC/DC converter connects the AC grid and DC microgrid, and all other converters are connected parallel to the DC microgrid, except the DC distribution panel board, which is series connected to the microgrid to distribute DC power to all the components. Figure 13 shows the steady-state operation of the prototype 380 V DC microgrid interfaced with DC home appliances in grid-connected mode. When the DC loads are connected to the DC-bus using a DC contactor, the inrush current is caused by their inside capacitors. Figure 14 shows experimental waveforms for the test-bed system changing from grid-connected mode to islanding mode due to the AC grid being turned off. In grid-connected mode, the AC/DC converter regulates the DC-bus voltage to V re f and the ESS battery is charged by 5 A current supplied from the AC/DC converter. When the AC grid shuts down abnormally, the DC-bus voltage collapses to V pbp.L before entering islanding mode. Then, to compensate for this voltage collapse, the ESS converter regulates the DC-bus voltage to V re f by discharging electric power from the battery during islanding mode, which is shown in Figure 14 .
In islanding mode, the experimental results were tested based on Table 1 , which shows the operation mode according to the DC-bus voltage band. The ESS converter regulates the DC-bus voltage such that the renewable energy simulator, DC protector, and DC loads operate properly during islanding mode. In mode 1, when the power consumption of the DC load is less than the power generation of the renewable energy simulator, the ESS converter changes from discharging mode to charging mode because of the increased DC-bus voltage, as shown in Figure 15a . The renewable energy simulator supplies 4 A current, which generates 1.5 kW power in the DC microgrid. As the DC load is 2 kW, the ESS converter supplies insufficient power of 500 W by discharging the battery. When the DC load decreases from 2 kW to 900 W, 600 W electric power remains in the DC microgrid, which increases the DC-bus voltage level. To regulate the DC-bus voltage, operation of the ESS converter changes from discharging mode to charging mode. Then, the 600 W of remaining power can be transferred to the battery without the DC-bus voltage increment. In contrast, when load power consumption is higher than the power generated from the renewable energy simulator, the ESS converter changes from charging mode to discharging mode to increase the power discharged from the battery, as shown in Figure 15b . The renewable energy simulator generates 4 A, which supplies 1.5 kW to the DC microgrid. When 900 W power is consumed by the DC load, the remaining 600 W power should be discharged from the battery through the ESS converter. When the DC load is increased from 900 W to 2 kW, the DC-bus voltage decreases even if all of the 1.5 kW electric power generated from the renewable energy simulator supplies the DC load because of the insufficient 500 W. Since the ESS converter can regulate the DC-bus voltage by using its bidirectional power control ability, it supplies the insufficient 500 W power from the battery to the DC microgrid. In mode 2, since the battery is fully charged, the ESS converter gradually limits the charging current. The renewable energy simulator continuously generates 4 A current which supplies 1.5 kW power to the DC microgrid. The DC-bus voltage is increased by the remaining 700 W power because the DC load is at most 800 W. When the DC-bus voltage rises to V ess.H , the renewable energy simulator stops its power generation, which is illustrated in Table 1 . Then, mode 2 follows mode 1, which means that the ESS converter changes its operation to discharging mode to regulate the DC-bus voltage, as shown in Figure 16 . Figure 16a shows the experimental results of 500 ms/div. For more details, Figure 16b shows the experimental result of 50 ms/div. In mode 3, the battery and the ESS converter are in the same situation as in mode 2. If the renewable energy source cannot stop at V ess.H , which assumes a malfunction, the DC-bus voltage increases to V pbp.H because of the 4 A current supply from the renewable energy simulator. The DC-bus protector consists of an IGBT and 3 kW resistors, which suppresses the DC-bus voltage when it goes higher than V pbp.H . The DC bus protector can consume electric power using the 3 kW resistors in this abnormal condition. When the DC-bus voltage decreases to lower than V re f , the DC-bus protector stops its operation. Then, the DC-bus voltage repeatedly increases and decreases such that the DC-bus protector also repeatedly operates and stops, as shown in Figure 17 . Figure 17 shows a sudden collapse in the generated current from the renewable energy simulator, since it is implemented using the voltage source type DC/DC converter. In normal operation, if the DC-bus voltage reaches V pbp.H , the DC-bus protector will operate to protect the DC microgrid from overvoltage hazard. At that time, the renewable energy simulator continuously supplies generated current to the DC load and DC-bus protector, which is more than 3 kW. In addition, insufficient electric power caused by power consumption of the DC load and the DC-bus protector is supplied by discharging the battery. Figure 17 , on the other hand, shows that the generated current from the renewable energy simulator suddenly collapses when the DC bus protector turns off, since the renewable energy simulator is implemented using the voltage source type topology, the LLC resonant converter. In normal operation, the renewable energy source is designed as a current source. However, the practical renewable energy simulator consists of the voltage source type LLC resonant converter and an inductor used as a power interface between the DC-bus and the output stage of the converter. When the DC-bus voltage increases to V pbp.H , the output voltage of the renewable energy simulator also increases over V pbp.H to generate a constant output current of 4 A. The reduced DC-bus voltage instantaneously induces high current caused by a high voltage difference between the DC-bus voltage and the output voltage of the renewable energy simulator. Since the proposed renewable energy simulator is not an ideal current source, there is current fluctuation of simulator, as shown in Figure 17 .
The power consumption of the DC load is larger than the entire power generation of the renewable energy and the battery. Figure 18 shows that the power consumption of the DC load is larger than 4 kW, and the current supply of the renewable energy simulator gradually decreases from 4 A to 3 A. At that time, the ESS converter fully discharges the battery. However, the DC-bus voltage continues to decrease below V ess.L due to overload, which defines mode 4. As shown in Figure 18 , since the DC load is not reduced and the amount of power generated by renewable energy does not increased, the DC-bus voltage continuously decreases to V pbp.L . According to the mode 5, the entire DC microgrid system stops and turns off, and all the grid components are disconnected for their protection. Figure 19 shows the experimental waveforms of autonomous operation in modes 1, 2, 4, and 5 in islanding mode. Figure 19a shows the operation of the mode 1. The ESS converter operates under charging or discharging mode, which can regulate the DC-bus voltage described in mode 1. In addition, according to the sequence of mode 2, if the battery is fully charged, the renewable energy simulator will stop at the DC-bus voltage of V ess.H and the ESS converter will regulate the DC-bus voltage under discharging mode, described in mode 2, as shown in Figure 19a . Similarly, Figure 19b shows the operational modes 1, 4, and 5. However, the power consumption of the DC load is larger than the entire power generation of the renewable energy and the battery. The DC-bus voltage continuously drops to V ess.L and enters mode 4. The DC-bus voltage steadily decreases, because there is no decrease in DC load or increase in power generation. Then, when the DC-bus voltage decreases below V pbp.L , the entire DC microgrid system stops to protect the DC microgrid itself, which is described in mode 5. Figure 20 describes the experimental results of the autonomous operation of the DC microgrid system according to AC grid conditions. In islanding mode, the ESS converter controls the power flow instead of the AC/DC converter. When the AC grid is restored, the AC/DC converter continuously resumes to supply the patterned current, as shown in Figure 20 . The proposed current pattern is configured as a square wave of the specific current pattern having 3 A I re f .rec , 0.5 duty, and a 1 s period. When the ESS converter detects this current pattern, its operation mode changes from regulating the DC-bus voltage to charging the battery. Then, the DC-bus voltage decreases under V ess.L due to the DC load. Since the AC/DC converter recognizes the collapsibility of the DC-bus voltage, its operation mode is changed from current source to voltage source to regulate DC-bus voltage in grid-connected operation. 
Conclusions
This paper proposes the autonomous DC microgrid operation to maintain the DC microgrid stably according to the AC grid status. In entering islanding mode, the DBS method using DC-bus voltage band was applied, and the ESS converter controlled the DC-bus voltage by charging and discharging the battery to maintain power balance. In addition, several modes for the DC-bus voltage band were considered to verify that the proposed power management algorithm properly operated in islanding mode. When the AC grid returned to normal, since the DBS method was not sufficient to make a decision to reenter grid-connected mode from islanding mode, the recovery control strategy was proposed using the specific current pattern and moving average in power line communication. The proposed autonomous power management with specific current pattern was implemented on a DC microgrid test bed and experimentally verified under various operating modes. Simulation and experimental results show the functionality and performance of the proposed algorithm in islanding mode. In addition, results show that the proposed recovery control strategy also operates normally in the DC microgrid test bed system according to the AC grid status.
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